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EQUATION 13-1 
Target UAt

UAt = UratArat +  UogratAograt + UortAort + UogortAogort + UwtAwt + UvgtAvgt + UdtAdt + UftAft + FstPst + 
UbgwtAbgwt 

Uat = The target combined specific heat transfer of the gross roof/ceiling assembly, exterior wall and floor area. 

Where: 

Urat  = The thermal transmittance value for roofs over attics found in Table 13-1 or 13-2. 

Uograt = The thermal transmittance for overhead glazing found in Table 13-1 or 13-2 which corresponds to the proposed total 
glazing area as a percent of gross exterior wall area. 

Uort = The thermal transmittance value for other roofs found in Table 13-1 or 13-2. 

Uogort = The thermal transmittance for overhead glazing found in Table 13-1 or 13-2 which corresponds to the proposed total 
glazing area as a percent of gross exterior wall area. 

Uwt  = The thermal transmittance value for opaque walls found in Table 13-1 or 13-2. 

Uvgt = The thermal transmittance value for vertical glazing found in Table 13-1 or 13-2 which corresponds to the proposed 
total glazing area as a percent of gross exterior wall area. 

Udt = The thermal transmittance value for opaque doors found in Table 13-1 or 13-2. 

Uft  = The thermal transmittance value for floors over unconditioned space found in Table 13-1 or 13-2. 

Fst  = The F-factor for slab-on-grade and radiant slab floors found in Table 13-1 or 13-2. 

Ubgwt = The thermal transmittance value for opaque walls found in Table 13-1 or 13-2. 

Adt  = The proposed opaque door area, Ad.

Aft = The proposed floor over unconditioned space area, Af.

Pst = The proposed lineal feet of slab-on-grade and radiant slab floor perimeter, Ps.

Abgwt = The proposed below grade wall area, Abgw.

and; 
if the total amount of glazing area as a percent of gross exterior wall area does not exceed the maximum allowed in Table 13-1 or 13-2: 

Arat = The proposed roof over attic area, Ara.

Aograt = The proposed overhead glazing area in roofs over attics, Aogra.

Aort = The proposed other roof area, Aor.

Aogort = The proposed overhead glazing area in other roofs, Aogor.

Awt = The proposed opaque above grade wall area, Aw.

Avgt = The proposed vertical glazing area, Avg.

or; 



if the total amount of glazing area as a percent of gross exterior wall area exceeds the maximum allowed in Table 13-1 or 13-2: 

Arat = The greater of: 
 the proposed roof over attic area, and 
 the gross roof over attic area minus Aograt.

Aograt = The lesser of: 
 proposed overhead glazing area in roofs over attics, and 
 the maximum allowed glazing area from Table 13-1 or 13-2. 

Aort = The greater of: 
 the proposed other roof area, and 
 the gross other roof area minus Aogort.

Aogort = The lesser of: 
 the proposed overhead glazing area in other roofs, and 
 the maximum allowed glazing area from Table 13-1 or 13-2 minus Aograt.

Awt = The greater of: 
 proposed opaque above grade wall area, and 
 the gross exterior above grade wall area minus Adt minus Avgt.

Avgt = The lesser of: 
 the proposed vertical glazing area, and 
 the maximum allowed glazing area from Table 13-1 or 13-2 minus Aograt minus Aogort.
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